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Description:  

Documents have been updated to reflect coordination, constructability review, building envelope review and UTHSC 
review. See list of documents below and attached narrative of changes.  

Attachments:

Drawings: (30 x 42) 

ARCHITECTURAL: 

SHEET VIEW DESCRIPTION 

A0.01 Sheet index updated. 

A0.2 UL assembly updated. 

A1.1 Frame types and door schedule updated.  Window schedule added. 

A2.1 Wall tags updated and room names corrected. 

A3.1A Elevation references updated. 

A3.1B Elevation references updated. 

A3.1C Elevation references updated, notes to sheet updated, and section callout added. 

A3.1D Notes to sheet updated and operable partition section updated. 

A4.1 Dimensions added. 
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A4.1A Enlarged RCP updated. 

A4.1B Enlarged RCP C6 updated. 

A5.1 Notes to sheet updated and elevations updated. 

A5.2 Elevations updated and notes to sheet updated. 

A5.3 Elevations updated and notes to sheet updated. 

A5.4 Elevations updated and notes to sheet updated. 

A6.1 Detail D2 updated and notes to sheets added. 

A6.2 Detail A6 updated and Detail A4 added. 

A11.1 General Notes updated and “Floor slab” note removed from partition types. 

AC2.1 FVC removed from legend. 

AD3.1 General Notes updated, backgrounds updated and keynote 2-426 added. 

IA0.01 Code to finishes updated. 

IA3.1A Teaching stations updated, finish tags updated, finishes updated. 

IA3.1B Teaching stations updated, finish tags updated, finishes updated. 

IA5.1 Finishes updated. 

MECHANICAL: 

SHEET VIEW DESCRIPTION 

M0.1 Revised diffuser and grille schedule notes. 

M2.1 Revised general notes 

M6.3 Revised vertical FCU control general notes 

Added controls schematic for underfloor terminal box. 

M7.2 Revised underfloor terminal box assembly detail 6.  

ELECTRICAL: 

SHEET VIEW DESCRIPTION 

E0.3 Revised Type LC into LC4 and LC 6. 

Added Type LF6. 

Added Types LS, LS2 and LS3. 

E1.1 Clarified Types LC4, LC6 and LF6. 

Added switches for Type LG fixtures. 

Revised cove lighting at Nurses Station. 

Revised Alternate #6 to Alternate #12. 

E6.0 Revised Alternate #6 to Alternate #12. 

PLUMBING: 

SHEET VIEW DESCRIPTION 

P2-4 Showed make-up water pipe to domestic water heater. 

P7-0 Updated riser diagram. 
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P9-0 Updated water heater tag. 

TELECOM: 

SHEET VIEW DESCRIPTION 

TD2.1 Added keyed note to remove analog camera and return to Owner. 

AUDOVISUAL: 

SHEET VIEW DESCRIPTION 

AV0.1 Changed data quantity in schedule. 

SPECIFICATIONS: 

Section # Section Name 

00 01 10 TABLE OF CONTENTS 

01 23 00 ALTERNATES 

06 06 40 ARCHITECTURAL PANELS 

06 41 16 PLASTIC LAMINATE CLAD CABINETRY 

08 14 16 FLUSH WOOD DOORS 

08 81 13 DECORATIVE GLAZING 

09 21 16 GYPSUM BOARD ASSEMBLIES 

10 11 00 VISUAL DISPLAY 

10 26 00 WALL PROTECTION 

10 28 13 TOILET ACCESSORIES 

10 44 00 FIRE PROTECTION SPECIALTIES 

27 15 00 HORIZONTAL CABLING 

27 41 13 AUDIOVISUAL INFRASTRUCTURE 
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